LID

#1714 WITH TWO KEYS)

FASTENERS TAMPER PROOF
(304L SST #6 AND #10)

SIDE GUARDS
(6061-T6 ALUM., 0.090 THICK)

HINGE (304L SST 2" LEAF
W/.188 PIN, 7-7/8" L&)

DISCHARGE PORT
(FORMED AND FLARED
1/2" 0.D. SOFT COPPER)

NOT SHOWN)

1/2" VALVE (APOLLO BRONZE , \
THREADED 2 PIECE WITH INTERNAL ANGLE AND SHELF
COMPRESSION FITTINGS OR EQUAL) (6061-T6 ALUM., 0.075 THICK)

LEAD FREE
FITTINGS (1/2" O.D. X 172" MiP
COMP UNIONS)

1 A DRAIN LINE

SEE SHT. 2
CORE ANCHOR
1/2-13UNC X 5" LG
SERVICE LINE (316 SST)
BY VENTURA WATER
BASE PLATE

11" 8Q. X .188 THICK
(6061-T6 ALUM.)

VALVE BOX PER DETAIL 004
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NOTE:
SEE CITY STANDARD DETAIL 001 - GENERAL WATER NOTES.

LOCK (BRONZE SERIALIZED MASTER LOCK

STATION BODY, 8" X 8" X .188 WALL
(6063-T52 ALUM, HEIGHTS: 44", 30" AND

/ 24") (WITH LID SUPPORT, 304L SST
MARINE APPICATION SPRING-TYPE,
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POSITION SAMPLE LINE
OUTLET DIRECTLY OVER
DRAIN HOLE

CURB Al i l A,
\ J
| jr— \ J| T SAMPLE LINE

3/4" PVC SWEEP FOR DRAIN

11/16" DIA HOLE
(4 PLCS)

CONCRETE PAD, 12"

8" THICK \
\

LT \;?

6" DIAHOLE THRU

" CONCRETE PAD

|~ (BASE PLATE)
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